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NOTE :
ELECTRICAL POWER AC220V, 2.5AMPS UPS SUPPLY SWITCH AND PLUG
AROUND 1MTRS REQUIRED NEAR THE ACTIVATION PANEL SHOWN IN
THE LAYOUT.
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