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NOTES:- All dimensions are in mm unless otherwise specified., Any discrepancies should be clarified with the architect.
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(Part No.) Qty
1 Flow 
Point

(Part No.) Qty
1 Flow 
Point

(Part No.) Qty
2 Flow 
Point

Appliance Details 

1 Wall Type
Combined System 

for Hood-1 & Hood-
2

(900mm + 1600) X 1100mm 1 11982 2 2 16416 3 3 14178 5 10
Induction Range-2, 
Hot Plate-1, Tawa-1

15 10 5 15 1

2 Wall Type Hood-3 2130mm X 1000mm 1 11982 1 1 16416 2 2 14178 4 8 Electric Tandoor-2 11 7 4 11 1

2 3 3 5 5 9 18 26 17 9 26 1 1

6.14 - 18 FL3.75- 11 FL
Total 

Appliance 
Nozzle

DESIGN SHEET - ZONE DEFENSE - (AMEREX)

Project: DHABA 1986 AT Hyderabad Airport 

3.75 Gal 
(14.2 Ltr.)

6.14 Gal 
(23.24 Ltr.)

Design Sheet No. PP-0613

Hood Name 
Combined 

System 
Flow Points

S.NO

Date :- 22.04.2024

Hood Type 
Qty of 
Hood

Hood Size                                           
(mm) 

Plenum Nozzle Duct Nozzle Appliance Nozzle

Total Flow 
Point

Total 
Nozzle



No. of Kitchen Sink (Work table with sink & Cross Bracing- 
450x600x850+50)

              = 1 Unit
Flow of the Kitchen Sink               = 8 LPM
Total Flow of  Sink Litre/Min               = 8 LPM
For one -minute sink drain               = 8 LPM
For two -minute sink drain               = 16 LPM
Selected Grease Trap from Nugreen Catalogue NGT-8               = 18 LPM

No. of Kitchen Sink (Work table with sink & Cross Bracing- 
700x900x850+150)

              = 1 Unit
Flow of the Kitchen Sink               = 8 LPM
Total Flow of  Sink Litre/Min               = 8 LPM
For two -minute sink drain               = 16 LPM
For three -minute sink drain               = 24 LPM
Selected Grease Trap from Nugreen Catalogue NGT-14               = 28 LPM

This method depends on the no.of fixture unit will be connected to grease Trap or how Many Flow of the 
Sink as per NBC-2016

PROJECT - DHABA 1986 HEYDRABAD AIRPORT

GREASE TRAP  SINK-1

GREASE TRAP-2 kitchen sink

Grease Trap Selection Method  
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